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cause and perform repairs to the pool deck.  Of final note, receptacles used in pool chemical room and fire pump room, near water discharge hose bibbs are non-GFI.  
Recommend GFI receptacles.  Overall the facility was built well and should remain mission ready for the expected life span of the facility.  Photos of some of the 
findings is included on pages 2 and 3.

Hunter Army Airfield, Savannah, GA
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DBC Inspection Team Members:

MILCON Maintenance Demonstration facility 
Condition Assessment

Physical Fitness Training Facility

Location:

Building Name:

Building Address

Building Number

Bldg. 919, Billy Mitchell Blvd, Savannah, GA.  31409

BUILDING 919

Comments:

BUILDER Visual Distress Survey Inspection Process.  Inspector observed distresses with input from building occupants/users and ACOE 
Contract Representatives.

Inspection Weather:

Resulting Initial overall 
BCI:

Good

98
Inspection Process 
Description:

Local POC:

DBC Inspection Team 
Lead

The initial input for the component inventory model was completed prior to the assessment on the building.  The 1st site visit for the BUILDER condition surveys was 
performed January 29, 2007 thru January 30, 2007 and incorporated assessment of the architectural, civil, mechanical, fire protection and electrical components.  
The components included the building systems: electrical, exterior closure, exterior circulation, interior construction, roofing, HVAC, fire protection, plumbing, site, and 
structural.  Building Occupancy is scheduled for the 1st week of February 2007. Overall Building Conditions were found to be Excellent (BCI = 98).  Distresses 
recorded were minor and of low severity to major concern.   Concerns center mainly from incomplete construction, improper materials and improper construction 
techniques of the roof, pool area deck, pool filter trough, exterior closure components and interior components.  Noted roof components is flashing near the basket 
ball court and the pool entry resulting in visible rain leaks.  Of additional concern is the clothes washer discharge pipe into the drain trough.  Recommend installation 
of a 90 degree elbow to direct water discharge into the trough.  Untreated lumber is being used for the hot tub

James Simmons, MWR Gym Manager,  Desk (912)315-6749, cell:  (912)980-7262 

Gregory Hoffman, NFESC, 805-982-6949, (gregory.hoffman@navy.mil)

Greg Hoffman

Additional Comments:

Jon Reed

Inspection #Baseline / Pilot Pilot

Inspection Date Complete

structural supports.  Recommend use of treated lumber and stainless steel fasteners.  Non-standard construction techniques were used to install door thresholds at 
various locations.  Recommend re-tiling and install threshold over the tile.  In the basketball court area some of the baseboard had delaminated from the wall.  
Recommend re-install.  Some of the exterior windows had not been caulked, recommend caulking all windows.  All exterior hinges with the exception of the electrical 
room were stainless steel.  Recommend installing stainless steel hinges on the access doors to the electrical room.  The stainless steel components used around the 
pool appear to be corroding severely, recommend installation of new, use appropriate, stainless steel components.  Also, the cover plate for the water access valve, 
when in use for the handicap training equipment, remains in the up position.  Recommend installation of a use appropriate cover plate that can remain closed during 
valve use.  The pool deck is cracking in unexpected locations.  Recommend appropriate evaluation of the 



Un-treated structural lumber under the hot tubs in wet 
locations

Tile butts up to door threshold and will 
delaminate from concrete Delaminated baseboard in the basketball court

Upper level window frame edges not caulked 
when compared to lower level window 

Proper stainless steel hinges used through out the 
facility

Evidence of water leak from roofing Evidence of water leak from roofing

Clothes Washer discharge above the drain 
trough
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Painted steel hinge at the electrical room, 
hinge is corroding and should be stainless Pool stainless steel water collection trough corrosion

Corrosion near diving boards
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Pool stainless steel water collection trough corrosion

Concrete pool deck cracking outside of 
control joints Concrete pool deck cracking outside of control joints

Concrete pool deck cracking outside of 
control joints

Valve cover plate in the up position.  During use will 
become a hazard to bare feet



Condition Index Detail Report

Design-Build-Commissioning Study - Army   - Physical Fitness Training 

Center

IMPACT

TM

BUILDER

Physical Fitness Training Center

Component Section Description

System Building CI

( BCI )

Complex: Hunter AAF, GA (106P)    

System CI

( SCI )

Comp CI

( BCCI )

Section CI

( CSCI )

Section Paint CI

( CCI )

Last 

Inspection

Date
[ From Last Insp / Current Estimated ]

Electrical

Distribution  Electrical Category  5  100 98  100 29-Jan-2007 100  100
/

Grounding N/A  100 98  100 29-Jan-2007 100  100
/

Intercom Commercial/Industrial  100 98  100 29-Jan-2007 100  100
/

Lighting Controls N/A  100 98  100 29-Jan-2007 100  100
/

Lighting Fixtures Emergency Interior, 2 HEAD  100 98  100 30-Jan-2007 100  100
/

Lighting Fixtures Emergency Interior, 2x4 FLOUR  100 98  100 30-Jan-2007 100  100
/

Lighting Fixtures Exit Interior, 1 SIDE LED BATT B/U  100 98  100 30-Jan-2007 100  100
/

Lighting Fixtures Exit Interior, 2 SIDE LED BATT B/U  100 98  100 30-Jan-2007 100  100
/

Lighting Fixtures Fluorescent Exterior, COMPACT 1-LAMP  100 98  100 30-Jan-2007 100  100
/

Lighting Fixtures Fluorescent Exterior, COMPACT 2-LAMP  100 98  100 30-Jan-2007 100  100
/

Lighting Fixtures Fluorescent Interior, 4-FT 2 LAMP- T-12  100 98  100 30-Jan-2007 100  100
/

Lighting Fixtures Fluorescent Interior, 4-FT 3 LAMP- T-12  100 98  100 30-Jan-2007 100  100
/

Lighting Fixtures Fluorescent Interior, 4-FT 4 LAMP- T-12  100 98  100 30-Jan-2007 100  100
/

Lighting Fixtures Fluorescent Interior, COMPACT 1-LAMP  100 98  100 30-Jan-2007 100  100
/

Lighting Fixtures High Intensity Discharge Exterior  100 98  100 30-Jan-2007 100  100
/

Lighting Fixtures High Intensity Discharge Interior  100 98  100 30-Jan-2007 100  100
/

Lighting Fixtures Unknown Unknown  100 98  100 30-Jan-2007 100  100
/

Lightning Protection N/A  100 98  100 30-Jan-2007 100  100
/

Panels Panelboard 100-200 AMP  100 98  100 30-Jan-2007 100  100
/

Panels Panelboard 200-400 AMP  100 98  100 30-Jan-2007 100  100
/

Panels Panelboard Unknown  100 98  100 30-Jun-2006 100  99
/

Panels Switchboard 1200-2500 AMP  100 98  100 30-Jan-2007 100  100
/

Transformers Dry Type/Three Phase 480V P-120/208V 

S(300-500KVA)

 100 98  100 30-Jan-2007 100  100
/

Transformers Dry Type/Three Phase 5KV P-277/480V 

S(750-2000KVA)

 100 98  100 30-Jan-2007 100  100
/

Exterior Circulation
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Exterior Circulation

Walkway Concrete Non-Elevated  98 98  98 29-Jan-2007 98  98
/

Exterior Closure

Awning/Canopy Metal Supported  99 98  100 29-Jan-2007 100  100
/

Exterior Door Glass Personnel  99 98  100 29-Jan-2007 100  100
/

Exterior Door Metal Personnel  99 98  100 29-Jan-2007 100  100
/

Exterior Door Metal Security Gate  99 98  100 29-Jan-2007 91 100  100
/ /

Exterior Wall Masonry Concrete Block  99 98  100 29-Jan-2007 100  100
/

Exterior Wall Finish/Covering Masonry Clay Brick  99 98  99 29-Jan-2007 99  99
/

Exterior Window Metal Fixed  99 98  99 29-Jan-2007 99  99
/

Fascia Metal  99 98  100 29-Jan-2007 96 100  100
/ /

Soffit Metal  99 98  99 29-Jan-2007 96 99  99
/ /

Fire Suppression

Fire Suppression Sprinkler (Ordinary Hazard) Wet  100 98  100 30-Jan-2007 100  100
/

Fire/Smoke Alarm System Automatic  100 98  100 29-Jan-2007 100  100
/

Other Fire Supp Equip Backflow Preventor  6" Pipe  100 98  100 30-Jan-2007 100  100
/

Other Fire Supp Equip Fire Pump Controllers  100 98  100 29-Jan-2007 100  100
/

Other Fire Supp Equip Jockey Pump GPM  100 98  100 29-Jan-2007 100  100
/

Other Fire Supp Equip Pump 8" Pump, <350HP  100 98  100 29-Jan-2007 100  100
/

HVAC

Air Handling Unit Central Station  20000-23000 CFM  100 98  100 30-Jan-2007 100  100
/

Air Handling Unit Central Station  8000-12000 CFM  100 98  100 30-Jan-2007 100  100
/

Chillers Compression, Reciprocating  90 TN, air 

cooled

 100 98  100 30-Jan-2007 100  100
/

Control Systems Direct Digital  100 98  100 30-Jan-2007 100  100
/

Control Systems Electronic  100 98  100 30-Jan-2007 100  100
/

Cooling and Heating Unit Packaged Terminal AC Electric  6000 

BTUH Cooling, 8800 BTU Heat

 100 98  100 30-Jan-2007 100  100
/
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HVAC

Ductwork Insulated (Galvanized Steel) Commercial 

(200-1000 SQ IN or 14-36 IN DIA)

 100 98  100 30-Jan-2007 100  100
/

Ductwork Insulated (Galvanized Steel) Industrial 

(>1000 SQ IN or >36 IN DIA)

 100 98  100 30-Jan-2007 100  100
/

Ductwork Insulated (Galvanized Steel) Residential 

(<200 SQ IN or <14 IN DIA)

 100 98  100 30-Jan-2007 100  100
/

Heating Unit/Plant Boiler (Water Tube) Gas >2400 MBH  100 98  100 30-Jan-2007 100  100
/

Heating Unit/Plant Unit Heater Cabinet   2000-8000 Watts  100 98  100 30-Jan-2007 100  100
/

Heating Unit/Plant Unit Heater Hot Water/Steam   12-16 

MBH

 100 98  100 30-Jan-2007 100  100
/

Heating Unit/Plant Unit Heater Hot Water/Steam   24-47 

MBH

 100 98  100 30-Jan-2007 100  100
/

Other HVAC Equipment Chemical Treatment  100 98  100 30-Jan-2007 100  100
/

Other HVAC Equipment Circulating Pump  100 98  100 30-Jan-2007 100  100
/

Other HVAC Equipment Dehumidifier  15000-30000 CFM  100 98  100 30-Jan-2007 100  100
/

Other HVAC Equipment Expansion Tank  <100 GAL)  100 98  100 30-Jan-2007 97 100  100
/ /

Other HVAC Equipment Heat Exchanger Plate and Frame (<800 

GPM)

 100 98  100 30-Jan-2007 100  100
/

Piping (HVAC) Black / Galvanized Steel  < 1 IN DIA  100 98  100 30-Jan-2007 100  100
/

Piping (HVAC) Black / Galvanized Steel  1-2 IN DIA  100 98  100 30-Jan-2007 100  100
/

Piping (HVAC) Black / Galvanized Steel  2-4 IN DIA  100 98  100 30-Jan-2007 100  100
/

Piping (HVAC) Black / Galvanized Steel  4-6 IN DIA  100 98  100 30-Jan-2007 100  100
/

VAV Box Damper <400 CFM  100 98  100 30-Jan-2007 100  100
/

VAV Box Damper 1000-2000 CFM  100 98  100 30-Jan-2007 100  100
/

VAV Box Damper 400-1000 CFM  100 98  100 30-Jan-2007 100  100
/

Ventilation/Exhaust 

Equipment

Industrial Active    635-1500 CFM  100 98  100 30-Jan-2007 100  100
/

Ventilation/Exhaust 

Equipment

Industrial Active   1500-5000 CFM  100 98  100 30-Jan-2007 100  100
/

Ventilation/Exhaust 

Equipment

Industrial Active   5000-10000 CFM  100 98  100 30-Jan-2007 100  100
/
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Design-Build-Commissioning Study - Army   - Physical Fitness Training 
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BUILDER

Physical Fitness Training Center
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HVAC

Ventilation/Exhaust 

Equipment

Wall Louver/Vent  100 98  100 30-Jan-2007 100  100
/

Interior Construction

Cabinet Wood Base  100 98  100 30-Jan-2007 100  100
/

Countertop Laminated Plastic  100 98  100 30-Jan-2007 100  100
/

Interior Ceiling Acoustical Suspended  100 98  97 30-Jan-2007 96  96
/

Interior Ceiling Drywall Moisture Resistant  100 98  97 30-Jan-2007 93 100  100
/ /

Interior Ceiling Vinyl  100 98  97 30-Jan-2007 100  100
/

Interior Door Glass Personnel  100 98  100 30-Jan-2007 100  100
/

Interior Door Metal Personnel  100 98  100 30-Jan-2007 100  100
/

Interior Floor Finish/Covering Ceramic Tile  100 98  100 30-Jan-2007 100  100
/

Interior Floor Finish/Covering Rubber  100 98  100 30-Jan-2007 100  100
/

Interior Floor Finish/Covering Vinyl Tile  100 98  100 30-Jan-2007 99  99
/

Interior Floor Finish/Covering Wood  100 98  100 30-Jan-2007 100  100
/

Interior Stair/Step Metal Full-Set  100 98  100 30-Jan-2007 100  100
/

Interior Wall Concrete  100 98  100 30-Jan-2007 96 100  100
/ /

Interior Wall Glass Curtain Wall  100 98  100 30-Jan-2007 100  100
/

Interior Wall Vinyl  100 98  100 30-Jan-2007 100  100
/

Interior Wall Finish/Covering Ceramic  100 98  99 30-Jan-2007 99  99
/

Interior Wall Finish/Covering Wood Paneling  100 98  99 30-Jan-2007 100  100
/

Interior Window Metal Fixed  100 98  100 30-Jan-2007 100  100
/

Partition/Screen Fiberglass Reinforced Plastic Toilet Unit  100 98  100 30-Jan-2007 100  100
/

Shelving Unit Metal Storage  100 98  100 30-Jan-2007 96 100  100
/ /

Plumbing

Other Plumbing Equipment Backflow Preventor  6" Pipe  100 98  100 30-Jan-2007 100  100
/

Other Plumbing Equipment Expansion Tank  <100 GAL)  100 98  100 30-Jan-2007 100  100
/

Other Plumbing Equipment Water Heater Storage Tank 1500 Gal  100 98  100 30-Jan-2007 100
/
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Plumbing

Piping (Plumbing) Copper  <1" Pipe  100 98  100 30-Jan-2007 100  100
/

Piping (Plumbing) Copper  1"-2" Pipe  100 98  100 30-Jan-2007 100  100
/

Piping (Plumbing) Copper  2"-4" Pipe  100 98  100 30-Jan-2007 100  100
/

Plumbing Fixtures Lavoratory Sink Metal  100 98  99 02-Feb-2007 100  100
/

Plumbing Fixtures Lavoratory Sink Vanity Top  100 98  99 30-Jan-2007 100  100
/

Plumbing Fixtures Service Sink Concrete  100 98  99 30-Jun-2006 100  99
/

Plumbing Fixtures Shower Fiberglass Stall  100 98  99 30-Jun-2006 100  98
/

Plumbing Fixtures Toilet Ceramic  100 98  99 30-Jun-2006 100  99
/

Plumbing Fixtures Urinal Ceramic  100 98  99 30-Jun-2006 100  99
/

Plumbing Fixtures Water Cooler Wall Hung  100 98  99 30-Jan-2007 100  100
/

Waste Piping Metal  100 98  100 30-Jan-2007 100  100
/

Roofing

Flashing (LF) Coated Metal Base Flashing  78 98  99 29-Jan-2007 99  99
/

Flashing (LF) Metal Valley Flashing  78 98  99 29-Jan-2007 99  99
/

Roof Drainage Metal Exterior  78 98  99 30-Jan-2007 95 99  99
/ /

Roof Surface Protected Metal  78 98  77 29-Jan-2007 78  77
/

Site

Pavement Asphalt  100 98  100 29-Jan-2007 100  100
/

Specialties

Jacuzzi/Hot Tub Unknown Unknown  99 98  87 30-Jan-2007 88  87
/

Lockers Wardrobe  99 98  100 30-Jan-2007 97 100  100
/ /

Pools Concrete Swimming  99 98  99 30-Jan-2007 99  99
/

Sauna N/A  99 98  100 30-Jan-2007 100  100
/

Seating Movable (Bleacher)  99 98  100 30-Jan-2007 100  100
/

Seating Wood Bench  99 98  100 30-Jan-2007 93 100  100
/ /

Visual Display Board Unknown Unknown  99 98  100 30-Jan-2007 100  100
/
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( CCI )
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Structural

Beam Metal Roof Beam/Girder  99 98  100 30-Jan-2007 100 100 100  100
/ /

Column/Pillar Concrete Roof  99 98  100 30-Jan-2007 100  100
/

Column/Pillar Metal Roof  99 98  100 30-Jan-2007 100 100 100  100
/ /

Framing Metal  99 98  100 30-Jan-2007 100  100
/

Slab Concrete Elevated Floor  99 98  97 30-Jan-2007 98  98
/

Slab Concrete Foundation  99 98  97 30-Jan-2007 93  93
/

Truss Metal Other  99 98  100 30-Jan-2007 100  100
/
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Design-Build-Commissioning Study - Army   - Physical 

Fitness Training Center

System Condition Index (SCI) Profile Report

IMPACT

TM

BUILDER

Inspected Systems SCI

Electrical 100

Exterior Circulation 98

Exterior Closure 99

Fire Suppression 100

HVAC 100

Interior Construction 100

Plumbing 100

Roofing 78

Site 100

Specialties 99

Structural 99
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